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Correct Safety Issues for Acute Mental Health Ward B35CD 

Project 538-115 Impact 

VA250-15-B-0010 

Questions and Answers II 

 

  

1. The finish schedule shows PT-1 for some of the rooms, but, when I go to the finish plan 

those same rooms show VCT-1 in them for the floor finishes. Which is correct? 

ANSWER:  See the information in addendum 2 and new drawing sheet A801 

 

2. There is no PT-1 shown on the finish legend. Is this because the rooms that show PT-1 

actually get VCT-1? 

ANSWER:  That is correct finish PT-1 has been eliminated from the project. 

 

3. In the areas marked to patch to match existing, what is the existing material that is to be 

matched? Without some knowledge of the existing materials it is very difficult to quantify 

the cost to match and/or repair. Please advise. 

ANSWER:  See the information in addendum 2 and new drawing sheet A801 

  

 

 

  


